LIGHTING SCHEDULE
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1 LR 403+45 RT. 16’ 16’ A
8 LR 405+45 RT. 16’ 16’ A
9 LR 407+45 RT. 16’ 16° A
10 LL 407+80 LT. 16' 16° A
11 LR 409+45 RT. 16' 16° A
12 LL 409+60 LT. 28’ 16° A

ALL LIGHT STANDARDS SHALL HAVE SLIP BASES.

ALL LUMINAIRES SHALL BE 400 WATT HPS WITH TYPE III
DISTRIBUTION,

SCC 2338 )
EXISTING TYPE B MOD.
120/240 VOLT SERVICE =
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ON A STANDARD POLE OF H1=40', -
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LL LINE

WIRING SCHEDULE

EXISTING 1" CONDUIT WITH 2 #8. REMOVE EXISTING CONDUCTORS
AND INSTALL 2 *6, CIRCUIT A.
EXISTING 1!/’ CONDUIT WITH 2 #8.
AND INSTALL 2 *6, CIRCUIT A.

EXISTING CONDUIT AND CONDUCTORS TO REMAIN.

REMOVE EXISTING CONDUCTORS

INSTALL 1 CONDUIT WITH 2 #6 CIRCUIT A.

INSTALL 1 CONDUIT WITH 2 #8 CIRCUIT A.

EXISTING 1/, CONDUIT. INSTALL 2 #6 CIRCUIT A.

INSTALL 1'/a" CONDUIT WITH 2 #8 CIRCUIT A.

EXISTING 1/, CONDUIT. INSTALL 2 #8 CIRCUIT A.
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SZLT™ EXISTING LIGHT STANDARD
TO REMAIN (1) CUT EXISTING CONDUCTORS TO REMAIN, ADJACENT TO EXISTING SPLICE
_______ —  NEW CONDUIT & CONDUCTORS \ J SR 909 AND SPLICE CONNECT TO NEW CONDUCTORS TO COMPLETE THE CIRCUIT.
\
\
fffffff —  EXISTING CONDUIT & CONDUCTORS . (2) REPLACE EXISTING 20 AMP BRANCH BREAKER WITH A NEW 30 AMP
t \ Eg?%OE%OHbés BREAKER CIRCUIT A.
b NEW TYPE 1 JUNCTION BOX
[
. NTERCEPT EXISTING 1" NDUIT .
. EXISTING JUNCTION BOX | | | (3) INTERCEPT EXISTING 14" CONDUIT AND EXTEND TO NEW JUNCTION BOX
a, EXISTING JUNCTION BOX 0 50 100 (4) SPLICE EXISTING CONDUCTORS TO REMAIN WITH NEW CONDUCTORS IN
TO BE REMOVED SCALE IN FEET EXISTING JUNCTION BOX.
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